Labeling
 VFD
Equipment type abbreviated (variable frequency drive (VFD))
The piece of equipment it serves (ie hot water pump and whatever number it is, (HW#)
Panel or disconnect that power is coming from (EBP15-5)
 
Tag should read - - - VFD-HW#-EBP15-15
Translation - - - Variable Frequency Drive-Equipment Server-Panel-Circuit
 
Starter
Equipment type abbreviated (Starter (ST))
The piece of equipment it serves (ie hot water pump and whatever number it is, (HW#)
Panel or disconnect that power is coming from (EBP15-5)
 
Tag should read - - -  ST-HW#-EBP15-15
Translation - - - Starter–Equipment served–Panel-Circuit
 
Disconnect
Equipment type abbreviated (Disconnect (Dx))
The piece of equipment it serves (ie hot water pump and whatever number it is, ie (HW#)
Panel or disconnect that power is coming from ie (EBP15-5)
 
Tag should read - - -  Dx-HW#-EBP15-15
Translation - - - Disconnect – Equipment served – Panel - Circuit
 
For the pumps : 
 
Hot Water Pump # (HW#)
Chilled Water Pump (CHW#)
Processed water pump (PW#)
Condenser Water (CW#)
Air Compressor – AC
Vacuum compressor – VC
Amalgum Seperator Skid - AMS
 
For BAS - Newly installed BAS cabinets, like with an AHU should read
 
BAS-AHU#-Circuit# (BAS-AHU8-EBP15-15)
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Specific to the instrument air compressor project they will show up as  DNTL_INSTR_CMP1/2/3 on BAS.     We follow the mechanicals for the numbering scheme on all equipment.     Pumps, air handlers, and other equipment is where we probably differ and  there's no  common scheme between BAS and construction.     HWP = Hot water pump.     That can differ if it's a primary / secondary system which comes  out a PHWP and RHWP.     CHW for chilled water.     PCHWP = primary chilled water pump.     SCHWP = secondary  chilled water pump.     PCW = process chilled / condenser water.     
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Specific to the instrument air compressor project they will show up as DNTL_INSTR_CMP1/2/3 on BAS.



We follow the mechanicals for the numbering scheme on all equipment.



Pumps, air handlers, and other equipment is where we probably differ and there's no common scheme between BAS and construction.



HWP = Hot water pump.  That can differ if it's a primary / secondary system which comes out a PHWP and RHWP.



CHW for chilled water.  PCHWP = primary chilled water pump.  SCHWP = secondary chilled water pump.  PCW = process chilled / condenser water.  


